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ASSEMBLED STAIR
RISERS: 16 

RISE: 7-1/2"

RUN: 10-1/2"

Hidden Line Denotes 45min Fire Rating
- 5/8" "Type X" Gypsum Board
- 6 Mil Poly Vapour Barrier
- R22 Rock Wool Insul
- 2x4 Wood Studs @ 16" o/c
- 2 Layers 5/8" "Type X" Gypsum Board

BENCH

Ceiling To Have 
0.75h Fire Rating 
See Section
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SB-2 - Table 2.3.12
2 Layers 5/8" Type X Gypsum Board 
At Beam For 60min Rating

INTERIOR GARAGE WALL TO BE FURRED FOR FRR INCREASE 
BASED ON FOLLOWING: 
Walls To Be Fire Rated For 0.75h.  
SB-2 - Table 2.3.4.A - 5/8" "Type X" Gypsum Board 
= 40min  
SB-2 - Table 2.3.4.C - Wood Studs @ 16" o/c 
= 20min
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ASSUMED EXIST. 2X10 @ 16" O/C TO REMAIN
CONTRACTOR TO VERIFY AND NOTIFY ENGINEER
SEE GROUND FLOOR FRAMING PLAN

W8X31 BEAM ABOVE. 
SEE STRUCTURAL DRAWINGS
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4-PLY LVL - SEE 
STRUCTURAL DRAWINGS

3-PLY LVL - SEE 
STRUCTURAL DRAWINGS
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BEARING PLATES ON MASONRY
SEE STRUCTURAL PLANS 
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PROPOSED GROUND FLOOR PLAN1

MAIN FLOOR PLAN NOTES:
1) JOIST SUPPLIER TO PROVIDE LINTEL SUPPORT 
OVER OPENINGS WHERE FLOOR JOIST SPANS EXCEED 
4.9M IN ACCORDANCE WITH OBC 9.23.12.3.
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